LEV – HSE REQUIREMENTS

· COSHH Regulations 9 indicates LEV must have a thorough examination & test every 14 months. Any stand alone system must comply with this.
· This is not undertaken where large LEV systems are continuously monitored for pressure in various parts of the duct & are alarmed where the pressure drops below the set point
· Systems of this type should, on an annual basis, have a report prepared that summarises, as a minimum, the following parameters which have been taken from the site BMS, over an agreed time period:
· Average, maximum & minimum system pressure from the various pressure transducers in the duct
· Maximum differential pressure across the fans
· Maximum fan speeds of the fans
· Where possible, the values should be compared to the baseline data when the system was first commissioned.  In the absence of this data, the annual report will serve as a record of how the system has performed year on year. Major variations should be highlighted in the annual report.
·  Wet benches/fume cupboards that are not subject to laminar flow should have a monthly face velocity check. Wet benches with laminar flow, should have an annual visual check to ensure they are balanced correctly. This can be done by using smoke tubes, DI water fogger etc.
· The annual report should contain a summary of all types of LEV checks listed above.
